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Resumen— Leakage power consumption is a com-
ponent of the total power consumption in data cen-
ters that is not traditionally considered in the set-
point temperature of the room. However, the effect
of this power component, increased with temperature,
can determine the savings associated with the careful
management of the cooling system, as well as the re-
liability of the system. The work presented in this
paper detects the need of addressing leakage power
in order to achieve substantial savings in the energy
consumption of servers. In particular, our work shows
that, by a careful detection and management of two
working regions (low and high impact of thermal-
dependent leakage), energy consumption of the data-
center can be optimized by a reduction of the cooling
budget.
Palabras clave— Power consumption, Leakage, cool-
ing, efficiency.
I. Introduction
ONE of the big challenges in data centers is tomanage system resources in a power-efficient
way. Data centers consume from 10 to 100 times
more power per square meter than typical office
buildings [1]. They can even consume as much elec-
tricity as a city [2]. The power consumption budget
in data centers comes from computation processing,
disk storage, network, and cooling systems.
It must be said that greening the computer indus-
try is touching off an unprecedented level of coopera-
tion and information-sharing among companies, gov-
ernment, and laboratories. In the USA, Green Grid,
a consortium of industry leaders (like AMD, Intel,
Dell, HP, IBM, Sun, and others who are normally
competitors) to share data and strategies for greener
data centers. Green Grid’s membership also includes
the Pacific Gas and Electric Company (better known
as PGE), and it recently announced a collaboration
agreement with the U.S. Department of Energy.
However, data center designers have collided with
the lack of accurate power models for the energy-
efficient provisioning of their devised infrastructures,
and the real-time management of the computing fa-
cilities. The work proposed in this paper makes sub-
stantial contributions in the area of power modeling
of high-performance servers for data center-operated
services.
Interestingly, the key issue of how to control the
setpoint temperature at which to run the cooling
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system of a data center, is still to be clearly de-
fined [3]. Data centers typically operate in a tem-
perature range between 20◦ C and 22◦ C, but we
can find some of them as cold as 13◦ C degrees [4,5].
Due to lack of scientific data in the literature, these
values are often chosen based on conservative sug-
gestions provided by the manufacturers of the equip-
ment. Some authors estimate that increasing the set-
point temperature by just one degree can reduce en-
ergy consumption by 2 to 5 percent [4, 6]. Microsoft
reports that raising the temperature from two to four
degrees in one of its Silicon Valley data centers saved
$250,000 in annual energy costs [5]. Google and Face-
book have also been considering increasing the tem-
perature in their data centers [5].
Power consumption in servers can be estimated by
the summation of the dynamic power consumption
of every active module, dependent on the activity,
and the leakage power consumption, that is strongly
correlated with the integration technology. In partic-
ular, leakage power consumption is a component of
the total power consumption in data centers that is
not traditionally considered in the setpoint temper-
ature of the room. However, the effect of this power
component, increased with temperature, can deter-
mine the savings associated with the careful manage-
ment of the cooling system, as well as the reliability
of the system itself.
The work presented in this paper detects the need
of addressing leakage power in order to achieve sub-
stantial savings in the energy consumption of servers
and makes the following contributions:
• we establish the need of considering leakage
power consumption and its dependency with
temperature for modern data centers;
• we detect and define two working regions de-
pending on the impact of leakage power in the
total power consumption of high-performance
servers;
• we observe that substantial energy savings can
be achieved by the careful management of the
cooling system once the previous contribution
has been verified;
• we validate the previous hypothesis with a deep
experimental work that resembles the infras-
tructure of current enterprises.
II. Related work
In [7] a statistical model that provides run-time
system-wide prediction of energy consumption on
server blades is proposed. The authors develop a
2linear regression model that relates processor power,
bus activity, and system ambient temperatures into
real-time predictions of the power consumption.
Other works such [8–10] also present the power con-
sumption of a server as a linear function of the CPU
usage of that server.
Some other linear models can be found in [9],
where server’s power is formulated as a quadratic
function of the CPU usage, or in [11], where the tran-
sition between server functionality state (Idle - ON)
is taken into consideration. The work in [12] fol-
lows a similar approach but, in this case, the CPU
power consumption percentage is separated in two
parts: the one due to the applications, and the sec-
ond one due to management services turning on and
off the server. The power modeling technique vMe-
ter, proposed by Bohra et al. [13] observes a cor-
relation between the total system’s power consump-
tion and component utilization. They created a four-
dimensional linear weighted power model for the to-
tal power consumed P (total) by separating the con-
tribution of each active domain in a node. How-
ever, none of these works have considered the effect
of leakage power and temperature in the total power
consumption of the servers.
The work presented in [14] is most relevant for us.
In this paper, the authors compare the impact of
increasing the air temperature entering the rack on
the complete cooling infrastructure, with the alterna-
tive approach of allowing greater air temperature rise
across the rack. Even though in their approach they
develop a power model from chip to cooling tower,
they still ignore the leakage as a key factor in data
center power consumption and energy saving oppor-
tunities.
III. Background on data center power
modeling
The main contributors to the energy consumption
in a data center are the computing power (also known
as IT power), i.e. the power drawn by servers in or-
der to run a certain workload, and the cooling power
needed to keep the servers within a certain temper-
ature range that ensures safe operation. Traditional
approaches have tried to reduce the cooling power
of data center infrastructures by increasing the sup-
ply temperature of Computer Room Air Condition-
ing Units (CRAC units). However, because of the
direct dependency of leakage current with tempera-
ture, the leakage-temperature tradeoffs at the server
level must be taken into account when optimizing
energy consumption.
In this section we show the impact of these trade-
offs on the total energy consumption of the data cen-
ter, as well as how the ambient room temperature in-
fluences the cooling power of data centers. This fact,
as will be shown later, can be exploited to optimize
the power consumption of the data center.
A. Computing power
Current state-of-the-art resource management and
selection techniques were contemplating only the dy-
namic power consumption of servers when allocating
tasks or selecting machines. Moreover, the devised
power models have not traditionally included the im-
pact of leakage power consumption and its thermal
dependency, driving to non-optimal solutions in their
energy optimization plans.
Theoretically, no electrical current should circu-
late through the substrate of a MOS transistor be-
tween drain and source when it is powered off due
to an infinite gate resistance. However, in practice
this is not true, and leakage currents flow through
the reverse-biased source and drain-bulk pn junc-
tions in dynamic logic. Also due to the continuous
technology scaling, the influence of leakage effects is
rising, increasing junction leakage currents by 5 or-
ders of magnitude compared to previous feature sizes
according to Rabaey [15].
Dynamic consumption has historically dominated
the power budget. But when scaling technology be-
low the 100nm boundary, static consumption be-
comes much more significant, being around 30-
50% [16] of the total power under nominal condi-
tions. This issue is intensified by the influence of
temperature on the leakage current behavior. With
increasing temperature the on-current of a transis-
tor is reduced slightly. However, the reduction of
the threshold voltage is not sufficient to compensate
for the decreased carrier mobility that has a strong
exponential impact on leakage current.
Therefore, it is important to consider the strong
impact of static power consumed by devices as well
as its temperature dependence and the additional ef-
fects influencing their performance. In this section,
we derive a leakage model for the static energy con-
sumption of servers and we validate it with real mea-
surements taken in an AMD Opteron machine of our
case study.
The current that is generated in a MOS device due
to leakage is the one shown in equation 1.
Ileak = Is · e
VGS−VTH
nkT/q · (1− e V dskT/q ) (1)
Research by Rabaey [15] shows that if VDS >
100mV the contribution of the second exponential
is negligible, so the previous formula can be rewrit-
ten as in Equation 2:
Ileak = Is · e
VGS−VTH
nkT/q (2)
where technology-dependent parameters can be
grouped together to obtain the formula in Equa-
tion 3:
Ileak = B · T 2 · e
VGS−VTH
nkT/q (3)
where B defines a constant that depends on the
manufacturing parameters of the server.
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Fig. 1. Data Center cooling scheme
B. Cooling power
The cooling power is one of the major contributors
to the overall data center power budget, consuming
over 30% of the overall electricity bill in typical data
centers [14]. In a typical air-cooled data center room,
servers are mounted in racks, arranged in alternating
cold/hot aisles, with the server inlets facing cold air
and the outlets creating hot aisles. The CRAC units
pump cold air into the data room and extract the
generated heat (see Figure 1). The efficiency of this
cycle is generally measured by the Coefficient of Per-
formance (COP). The COP is a dimensionless value
defined as the ratio between the cooling energy pro-
duced by the air-conditioning units (i.e. the amount
of heat removed) and the energy consumed by the
cooling units (i.e. the amount of work to remove
that heat), as shown in Equation 4.
COPMAX =
output cooling energy
input electrical energy
(4)
Higher values of the COP indicate a higher effi-
ciency. The maximum theoretical COP for an air
conditioning system is described by Carnot’s theo-
rem as in Equation 5:
COPMAX =
TC
TH − TC (5)
where TC is the cold temperature, i.e. the tem-
perature of the indoor space to be cooled and TH
is the hot temperature, i.e. the outdoor temperature
(both temperatures in Celsius). As the difference be-
tween hot and cold air increases, the COP decreases,
meaning that the air-conditioning is more efficient
(consumes less power) when the temperature differ-
ence between the room and the outside is smaller.
According to this, one of the techniques to reduce
the cooling power is to increase the COP by increas-
ing the data room temperature. We will follow this
approach to decrease the power wasted on the cool-
ing system to a minimum, while still satisfying the
safety requirements of the data center operation.
IV. Experimental methodology
The experimental methodology in this paper
pursues two goals: (i) to describe the leakage-
temperature tradeoffs at the server level, by means
of measuring the power consumption of an enterprise
server at different temperatures and under a con-
trollable workload; and (ii) to validate the model
in a real data room environment where the air-
conditioning can be controlled. After this, we will
be able to evaluate the energy savings that could be
obtained in a data center when our modeling strat-
egy is applied.
A. Server-level setup
As temperature-dependent leakage cannot be mea-
sured separately from the dynamic power in a server
by the power measurement devices, we use a con-
trollable workload, lookbusy1, in order to explore the
leakage at the server level. Lookbusy can stress all the
hardware threads to a fixed CPU utilization percent-
age without memory or disk usage, for a paricular
period of time. The usage of a synthetic workload to
derive the leakage model has many advantages, the
most important of which is that dynamic power can
be described as linearly dependent with CPU utiliza-
tion and Instructions Per Cycle (IPC), or kept con-
stant. In our case, we stress the system at the maxi-
mum CPU utilization, in order to isolate the dynamic
power. The platform under test is a SunFire V20z
server with 2 Dual-Core AMD Opteron processors
and 4GB of RAM. Keeping the workload constant,
we slowly vary the inlet temperature of the server,
obtaining CPU temperatures ranging from 45◦C to
70◦C, while monitoring the following server param-
eters: (i) CPU temperature (1 sensor per CPU),
(i) memory temperature (1 sensor per each of the 2
memory banks), (iii) fan speed and (iv) overall power
consumption.
All temperatures and fan speed values are ob-
tained via the server internal sensors, collected
through the Intelligent Platform Management Inter-
face (IPMI) tool 2. IPMI allows to poll the internal
sensors of the enterprise server with negligible over-
head. Because the server is not shipped with power
consumption sensors, we use non-intrusive current
clamps. The current clamp is connected to the power
cord of the server and wirelessly transmits the mon-
itored data to a base station connected to a desktop
computer. Data gathered via the current clamp and
the server internal sensors are aligned to ensure they
have a common timestamp.
Our hypothesis is that we can find and define two
different working regions depending on the impact
of leakage power in the total power consumption of
high-performance servers. In this sense, we aim to
prove that for the lower range of temperatures, the
impact of the temperature-dependant leakage is neg-
ligible, whereas for a higher temperature range leak-
age needs to be considered. This hypothesis will be
verified throughout the extensive experimental work
and the methodology just described.
B. Data room setup
In order to validate the server-level model in an in-
frastructure resembling a real data center scenario,
we install eight Sunfire V20z servers in a rack inside
1http://www.devin.com/lookbusy/
2http://ipmitool.sourceforge.net/
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Fig. 2. Evolution of the air-conditioning COP with room
temperature
an air-cooled data room, with the rack inlet facing
the cold air supply and the outlet facing the heat
exhaust. The air conditioning unit mounted in the
data room is a Daikin FTXS30 unit, with a nomi-
nal cooling capacity of 8.8kW and a nominal power
consumption of 2.8KW. We assume an outdoor tem-
perature of 35◦C and use the manufacturers technical
data to obtain the COP curve depending on the room
temperature [17]. This temperature is only used to
estimate the energy savings based on the curve pro-
vided by the manufacturer and does not affect the
experimental results.
As can be seen in Figure 2, as the room tem-
perature and the heat exhaust temperature raises,
approaching the outdoor temperature, the COP in-
creases and, thus the cooling efficiency improves.
We monitor all the servers by means of IPMI tool
to gather the server internal sensors and the current
clamps to obtain power consumption. We set the air
supply temperature at various values ranging from
18oC to 24oC, and run from 1 to 4 simultaneous in-
stances of the different tasks of the SPEC CPU 2006
benchmark suite [18] in the servers of the data room.
Our goal is to verify the leakage-temperature model,
finding the maximum air-supply temperature that
makes the servers work in the temperature region
where leakage is negligible.
V. Results
Characterizing the power with respect to temper-
ature under a constant synthetic workload allows us
to define different working regions depending on the
impact of leakage power. In region I, for CPU tem-
peratures ranging from 44◦ C to 48◦ C, we find that
the contribution of the leakage to the total consump-
tion of the server is negligible (see Figure 3). As can
be seen, the obtained data follows a linear trend, as
expected. Once the regression model is built, we ob-
tain Equation 6 that fits the experimental data.
PI = 0.0288 · TCPUaverage + 182.15 (6)
On the other hand, region II is defined for those
CPU temperatures higher than 48◦ C. In this re-
gion, the impact of power consumption due to leak-
age needs to be considered, as can be seen in Figure 4.
The data fitting to a linear curve in this region is
shown in Equation 7, where an increase of about one
order of magnitude in the slope of the curve can be
appreciated if compared with region I.
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PII = 0.3255 · TCPUaverage + 160.894 (7)
In both cases, the dispersion of the samples are
due to the inaccuracy of the clamp, whose error in
performing the measurements is close to ±5W.
After obtaining the two working regions for the
leakage power, we move to the data room setup. We
run the tasks of the SPEC CPU 2006 benchmark
suite in the AMD servers under different data room
conditions. In our experiments, we run from 1 to
4 instances of SPEC CPU in the AMD servers at
different room temperatures of 18◦ C, 20◦ C, 22◦ C
and 24◦ C. Figure 5a shows the power consumption
values for two simultaneous instances of the SPEC
CPU 2006 benchmark at an air supply setpoint tem-
perature of 18◦ C, 20◦ C and 24◦ C, respectively.
Figure 5b shows the CPU temperature for each of
these tests under the same conditions.
Because all other variables are constant, and as
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5the measurement error with the current clamp is al-
ready controlled, the changes in the power consump-
tion for each test can be due to the differences in am-
bient temperature. As can be seen in the plots, even
though there are differences in the average CPU tem-
perature between the 18◦ C and the 20◦ C case, for
most of the benchmarks CPU temperature does not
go above the 50◦ C, staying in the negligible leakage
area. In fact, the power consumption differences be-
tween the 18◦ C and the 20◦ C case are in the range
of ±5W, so we cannot consider them to be due to
leakage, but to the inaccuracy of our current clamp.
However, for the 24◦ C case, CPU temperatures raise
above 50◦ C and power consumption for most of the
benchmarks is considerably higher than in the 18◦
C scenario, achiving differences higher than 8W for
gcc, libquantum, astar and xalancbmk benchmarks.
Thus, in this region we begin to observe temperature-
dependant leakage.
The experimental results for our data room sce-
nario show that if we allow temperature to raise
above this 24◦ C barrier, the contribution of the
leakage increases, increasing the computing power
drawn by our infrastructure. However, for our data
room configuration and under our workload, leakage
is negligible in the 18◦ C-24◦ C range and, thus, we
can raise the ambient temperature in order to reduce
cooling power.
If we increase the air supply temperature from 18◦
C to 24◦ C, the room temperature increases and the
COP varies (see Figure 2) from 2.95 to 3.47, increas-
ing the energy efficiency of the cooling equipment
and reducing the cooling power. This increase has a
proportional impact on the energy savings of the in-
frastructure, leading to a decrease of 11.7% in cooling
power as predicted by the curve.
VI. Conclusions
Power consumption in servers can be estimated by
the summation of the dynamic power consumption
of every active module, dependent on the activity,
and the leakage power consumption, that is strongly
correlated with the integration technology. However,
traditional approaches have never incorporated the
impact of leakage power consumption in these mod-
els, and the noticeable values of leakage power con-
sumption that appear at higher CPU temperatures.
The work presented in this paper detects the need
of addressing leakage power in order to achieve sub-
stantial savings in the energy consumption of servers.
In particular, our work shows that, by a careful de-
tection and management of two working regions (low
and high impact of thermal-dependent leakage), en-
ergy consumption of the data-center can be opti-
mized by a reduction of the cooling budget. Fi-
nally, we validate these facts with a deep experimen-
tal work that resembles the infrastructure of current
enterprises, where an 11 % of the cooling budget can
be reduced.
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